**Notes**

- * - Terminals 4 and 5 **SHOULD BE** linked, if a room stat is required this link should be removed and replaced with the room stat link.
- To be used in conjunction with the attached wiring instructions
- Some boilers may require a permanent Live. Refer to boiler instructions for details

---

**Key**

<p>| | |</p>
<table>
<thead>
<tr>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Live</strong></td>
<td>Switch Live</td>
</tr>
<tr>
<td><strong>Neutral</strong></td>
<td>Switch 1</td>
</tr>
<tr>
<td><strong>Earth</strong></td>
<td></td>
</tr>
</tbody>
</table>

---

**Colour Diagrams available on the website**

[https://www.mcdonaldwaterstorage.com/downloads](https://www.mcdonaldwaterstorage.com/downloads)

---

**Danfoss Programmer FP715si**

---

**Central Heating Pump**

---

**Solid Fuel Stat**

(Anti Boil)

(Set to 90°C)

M/O/R